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DRAWING NOTES: (APPLY TO THIS DWG

3. AlLu SUPPLY DIFFUSERS SHALL BE 4
4. ALL SUPPLY DIFFUSERS ARE TYPE

M

.

R T e frees

ONLY)

1. ALL RETURN AND mxxpcma.mmmmmwmwm ARE 8% X 4% UNLESS OTHERWISE NOTED.
2. ALL SUPPLY DIFFUSERS ARE 8" X 6" UNLESS OTHERWISE NOTED.
-WAY BLOW UNLESS OTHERWISE INDICATED.
"A" UNLESS OTHERWISE NOTED.
5. ALL RETURN AND EXHAUST REGISTERS ARE TYPE “A" czﬂwmm OTHERWISE NOTED.
6. ALL TERMINAL BOXES IN INTERSTITIAL SPACE SHALL HAVE ACCESS [OCATED ON

TOP OF BOX EXCEPT FOR BOXES LOCATED IN ZONE 2 ORAS OTHERWISE

- INDICATED.
q.>¥§wﬂ§%

Sl B ALL BE TNFE A
OTHERWIDE INDICATEY WITH TYPE 1T ¢

UNLES S
S VG

SPECIAL NOTES: (APPLY TO THIS DRAWING ONLY)

137 -0" LONG 2-SLOT LINEAR DIFFUSER, TYPE C, WITH 13*-0" LONG X

10" WIDE X 5" DEEP PLENUM. BALANCE FOR 420 CFM. PROVIDE (3)

7" DIA. DUCTS TO PLENUM.

7" DIA. DUCTS TO PLENUM.

X 6" WIDE X 8" DEEP PLENUM.
g" DIA. DUCTS TO PLENUM.

20'-0" LONG 2-SLOT LINEAR DIFFUSER, TYPE C, WITH 20'-0" LONG X
10" WIDE X 5" DEEP PLENUM. BALANCE FOR 800 CFM. PROVIDE (5)

16'-0" LONG 2-SLOT LINEAR DIFFUSER (SIDEWALL} WITH 16'-0" LONG
BALANCE FOR 840 CFM. PROVIDE (3)

AHv “B1-0" LONG 2-SLOT LINEAR DIFFUSER (SIDEWALL) WITH 8'-0" LONG X
6" WIDE X 8" DEEP PLENUM. BALANCE FOR 320 CFM. PROVIDE (2)

7" DIA. DUCTS TO PLENUM.

(&) 12'-0" LONG 2-SLOT LINEAR DIFFUSER (SIDEWALL) WITH 12'-0" LONG

X 6" WIDE X 8" DEEP PLENUM.
8" DIA. DUCTS TO PLENUM,

BALANE FOR 480 CFM. PROVIDE (3)

@ 184-0" LONG 5-SLOT LINEAR DIFFUSER WITH 18'-0* LONG X 10" WIDE
X 8" DEEP PLENUM. BALANCE FOR 1,000 CFM. PROVIDE (5) 8" DIA.

DUCTS TO PLENUM.

AHV CONNECT TO HOOD. 15 X 10 EXHAUST DUCT FROM HOOD, 1750 CFM

EACH. PROVIDE VD.

“

(8) CONNECT TO HOOD. 12 X 6 SUPPLY DUCT TO HOOD, 700 CFM EACH.

PROVIDE VD.

(9 30 x 12 pucT.

8% WIDE X 12" DEEP- PLENUM.
8" DIA. DUCTS TO PLENUM.

€0 CONNECT TO DISHHASHER, 8 X 4 DUCT DN, 300 CFM EACH.

@

14'-0" LONG 3-SLOT LINEAR DIFFUSER, TYPE C, WITH 14'-0" LONG X
BALANCE FOR 600 CFM. PROVIDE (3)

42 20'-0" LONG 3-SLOT LINEAR DIFFUSER, TYPE C, WITH 20'-0" LONG X

8" WIDE X 12" DEEP PLENUM.
8" DIA. DUCTS TO PLENUM.

8" WIDE X 12" DEEP PLENUM.
8" DIA, DUCTS TO PLENUM.

BALANCE FOR 850 CFM. PROVIDE (4)

§2'-0" LONG 3-SLOT LINEAR DIFFUSER, TYPE C, WTIH 12'-0" LONG X
BALANCE FOR 510 CFM. PROVIDE (3)

AHV STATIC PRESSURE SENSOR. (TWO REQUIRED FOR 1-AC11).

@) 12X 12 DUCT.
4® OCCUPIED/UNOCCUPIED CONTROL.

@ THERMOSTAT CONTROLS THREE BOXES.

(8) 18%6 PN. TERMINATE 4-0"ABOVE FLOOR WITH
18X o R, BALANCE FOR %40 CFM

TO HT-60.

ot

ROOM NAME © ROOM NO.

DELIVERY /RECEIVE 28130
RETAIL STORAGE 28131
SECUR. STOR. 28132
DRESS. 28133
RETAIL STORE 28134
OFFICE 28134
CASH RM. 2B136
CHIEF OFFICE . 28137

SECUR. STOR. 5
MALE LOCKER/TOILET ROOM NO.
FEMALE LOCKER/TOILET

LOCKER €2-9
FOOD STORAGE C2-10
FOOD STORAGE » C2-11
DISHWASHING €2-12
o
DETERG. /STOR 2~
COMP. /STORAGE C2-15
KITCHEN €2-16
REFRIG. - G217
FREEZER C2-19
FOOD SERVING €2-20
VEND. STOR. c2-21
ANFE (e-22

CASHIER AREA

- CORRIBOR

ROOM NAME

PROJ.

WOMEN'S TOILET
BARBER SHOP
CLASSROOM
CLASSROOM
CLASSROOM
CLASSROOM
AUDITORIUM

'ROOM NAME

CORRIDOR

CORRIDOR

CORRIDOR

COUNTER

CORRIDOR

CORRIDOR w
ENTRY

VENDING AREA

CORRIDOR

CONDIMENT AREA
AFTER HOURS DINING

DEPARTMENTAL NAMES

SERVICE BAY

SIGNAL CLOS. CANTEEN SERVICE .
ﬂmmmmwomwomwQMmq EDUCATIONAL FACILITIES SERVICE
ELECTRICAL CLOSET  MEDICAL MEDIA PRODUCTION SERVICE

WAITING - . n.mmu.ﬁ.ﬂ. UNTON

CR. UNTON

- OFFICE

HAC

CHIEF
ILLUST. PREP
STORAGE
C.CiT.V,
PHOTOMIC.
TOTLET

. ALCOVE

CAMERA RM.
FINISH-
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IUPICATES PRIMARY ROUTE NO.
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